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According to one embodiment of the disclosure, a system for
accelerating droop response in a combined cycle power plant
may include a controller and a processor communicatively
coupled to the controller. The processor may be configured to
receive frequency variation data associated with a frequency
variation of an electrical grid, determine, based at least in part
on the frequency variation data, a target operational level of
the combined cycle power plant and the droop response asso-
ciated with the target operational level, calculate a variable
compensation value, and apply the variable compensation
value to the droop response until the target operational level is
reached.
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1
SYSTEMS AND METHODS FOR
ACCELERATING DROOP RESPONSE TO
FREQUENCY VARIATION OF AN
ELECTRICAL GRID IN A COMBINED
CYCLE POWER PLANT

TECHNICAL FIELD

This disclosure relates generally to combined cycle power
plants, and more particularly to systems and methods for
accelerating droop response in a combined cycle power plant.

BACKGROUND

Combined cycle power plants have demonstrated high
thermal efficiency, reliability, and cost-effective power gen-
eration. A combined cycle power plant may include a com-
bustion turbine, a steam generator, and a steam turbine. The
steam turbine of a combined cycle power plant is powered by
the steam generated by the hot exhaust of the combustion
turbine in the steam generator.

This design results in different response times of the com-
bustion and steam turbines. Whereas an increase in fuel sup-
ply to the combustion turbine may result in a nearly instan-
taneous corresponding power increase in the combustion
turbine, the corresponding response of the steam turbine is
delayed until the fuel is burned, and the steam is produced.
Consequently, a combined cycle power plant may experience
overall delays due to the delay of the bottoming cycle (steam
turbine). In some situations, an increase in the frequency of a
combined cycle power plant needs to satisfy primary fre-
quency response requirements. To comply with the primary
frequency response requirements, the combined cycle power
plant operators may discount the steam turbine contribution
altogether during frequency transitions. This approach may
result in inefficient fuel consumption and stress on the overall
combined cycle power plant operations.

BRIEF DESCRIPTION OF THE DISCLOSURE

The present disclosure relates to systems and methods for
accelerating droop response in a combined cycle power plant.
According to one embodiment of the disclosure, a system is
provided. The system may include a controller and a proces-
sor in communication with the controller. The processor may
be configured to receive frequency variation data associated
with a frequency variation of an electrical grid and, based on
the frequency variation data, determine a target operational
level of the combined cycle power plant and the droop
response associated with the target operational level and cal-
culate a variable compensation value. When the variable com-
pensation value is calculated, the processor may apply the
variable compensation value to the droop response until the
target operational level is reached.

In another embodiment of the disclosure, a method is pro-
vided. The method may include receiving frequency variation
data associated with a frequency variation of an electrical
grid, determining a target operational level of the combined
cycle power plant and the droop response associated with the
target operational level based on the frequency variation data,
and calculating a variable compensation value. The calcu-
lated variable compensation value may be applied to the
droop response until the target operational level is reached.

In yet another embodiment of the disclosure, another sys-
tem is provided. The system may include a gas turbine, a
steam turbine, a generator, a controller in communication
with a droop governor and a droop response accelerator, and
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a processor in communication with the controller. The pro-
cessor may be configured to receive frequency variation data
associated with a frequency variation, filter the frequency
variation data using a dead band based on a predetermined
value, determine a target operational level of the gas turbine
and steam turbine based on the frequency variation data, and
calculate a transient bias for compensation of a delayed
response of the steam turbine. The transient bias may be
generated based on the calculation and combined with a sig-
nal representing operation of the gas turbine and steam tur-
bine until the target operational level is reached.

Other embodiments and aspects will become apparent
from the following description taken in conjunction with the
following drawings.

BRIEF DESCRIPTION OF THE DRAWINGS

FIG. 1 is a block diagram illustrating an example environ-
ment and system for accelerating droop response in a com-
bined cycle power plant, in accordance with an embodiment
of the disclosure.

FIG. 2 is a process flow diagram illustrating an example
method for accelerating droop response in a combined cycle
power plant, in accordance with an embodiment of the dis-
closure.

FIG. 3 is a process flow diagram illustrating an example
method for accelerating droop response in a combined cycle
power plant, in accordance with an embodiment of the dis-
closure.

FIG. 4 illustrates example parameter variations during a
frequency change without a compensation signal, in accor-
dance with an embodiment of the disclosure.

FIG. 5 illustrates example parameter variations during a
frequency change with a compensation signal, in accordance
with an embodiment of the disclosure.

FIG. 6 is a schematic depiction of a transient load control
portion of a controller, in accordance with an embodiment of
the disclosure.

FIG. 7 is a schematic depiction of fuel droop governor gain
generation with a compensation signal added, in accordance
with an embodiment of the disclosure.

FIG. 8 is a block diagram illustrating a controller for con-
trolling a turbine, in accordance with an embodiment of the
disclosure.

DETAILED DESCRIPTION

The following detailed description includes references to
the accompanying drawings, which form part of the detailed
description. The drawings depict illustrations, in accordance
with example embodiments. These example embodiments,
which are also referred to herein as “examples,” are described
in enough detail to enable those skilled in the art to practice
the present subject matter. The example embodiments may be
combined, other embodiments may be utilized, or structural,
logical, and electrical changes may be made, without depart-
ing from the scope of the claimed subject matter. The follow-
ing detailed description is, therefore, not to be taken in a
limiting sense, and the scope is defined by the appended
claims and their equivalents.

The embodiments described herein relate to systems and
methods for accelerating droop response in a combined cycle
power plant. Certain embodiments can provide for accelerat-
ing droop response in a combined cycle power plant by using
the ability of a gas turbine to quickly increase power output,
thus compensating the delay of the steam cycle of a combined
cycle power plant.
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In many locations, electrical grid authorities regulate elec-
trical grids to assure a certain frequency in the grid. Some
events, such as an insufficiency in power generation or major
disturbances of the grid, may cause imbalances between the
power supply and the load of the grid. When the imbalances
occur, the grid frequency may drop. In such circumstances,
the balance may be restored by increasing power generation,
which is known as frequency response. Depending on time
frames, the frequency response may be of various types, such
as primary response or governor response. To comply with
the requirements of various grid authorities, the primary
response may need to provide a specific power increase
within a certain time frame (for example, 1-10 seconds).
Since response of the steam cycle in a combined cycle power
plant has an inherent time delay, it may be difficult to comply
with grid authority requirements related to the primary fre-
quency response.

During grid events, when frequency varies, a target opera-
tional level of the combined cycle power plant and the droop
response associated with the target operational level may be
determined based on the frequency variations. Based on the
target operational level, a variable compensation value may
be calculated and applied to the droop response so that the
combined cycle power plant can reach the target operational
level. As the power level is increased, the overall combined
cycle droop gain is adjusted to compensate for the steam
cycle’s delayed response to the frequency variations. Thus,
the power output of a combined cycle power plant may be
increased to meet specific requirements (for example,
requirements by electrical grid authorities, state require-
ments, and the like), while maintaining overall operational
efficiency.

According to various embodiments of the disclosure, the
power response capability of a combined cycle power plant
may be improved by using the ability of a gas turbine to
provide a fast primary response to frequency events. To com-
pensate for the delay of the steam cycle in a combined cycle
power plant, a gas turbine power output may be increased
during grid events. Correspondingly, the primary frequency
response of the combined cycle power plant may be acceler-
ated so that the grid authority requirements related to the
primary frequency response are fulfilled.

In certain example embodiments, the variable compensa-
tion value calculated and applied to the droop response may
comprise a transient bias. The transient bias may compensate
for the inherent time delayed response of the steam cycle to
frequency variations, thereby allowing the droop target to be
achieved throughout the response range defined by the grid
authority.

In certain example embodiments, a dead band may be used
to filter out insignificant frequency variations from frequency
events to avoid a combined cycle power plant responding to
minor frequency events.

The technical effects of certain embodiments of the disclo-
sure may include improving the response of'a combined cycle
power plant to frequency events by variably compensating for
the delays in the response of the bottoming cycle.

The following provides the detailed description of various
example embodiments related to systems and methods for
accelerating droop response in a combined cycle power plant.

Referring now to FIG. 1, a block diagram illustrates a
system environment 100 suitable for implementing a method
for accelerating droop response in a combined cycle power
plant, in accordance with one or more example embodiments.
Inparticular, the system environment 100 may comprise a gas
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turbine 110, a steam turbine 120, a generator 130, a grid 140,
a controller 800, and a droop response acceleration engine
160.

The gas turbine 110 and the steam turbine 120 may be
coupled to the generator 130. The generator 130 may be then
coupled to the grid 140 and provide a supply of electricity to
the grid 140. The grid 140 may include distribution systems
known in the art.

The gas turbine 110, the steam turbine 120, and the gen-
erator 130 may comprise a combined cycle power plant 150.
Hot exhaust from the gas turbine 110 may power the steam
turbine 120.

The operation of the combined cycle power plant 150 may
be managed through the controller 800. The controller 800
may interact with the droop response acceleration engine 160
and the grid 140 to receive frequency variation data associ-
ated with a variation of frequency of the grid 140; filter the
frequency variation data using a dead band based on a prede-
termined value; determine, based on the frequency variation
data, a target operational level of the gas turbine 110 and the
steam turbine 120; and calculate a transient bias for compen-
sation of a delayed response of the steam turbine 120. When
calculated, the transient bias may be generated and combined
with a droop governor signal representing operation of the gas
turbine 110 and the steam turbine 120. The transient bias may
be generated throughout the duration of a grid event, until the
target operational level is reached, and the balance between
power plant generation and load is restored.

FIG. 2 depicts a process flow diagram illustrating an
example method 200 for accelerating droop response in a
combined cycle power plant, in accordance with an embodi-
ment of the disclosure. The method 200 may be performed by
processing logic that may comprise hardware (e.g., dedicated
logic, programmable logic, and microcode), software (such
as software run on a general-purpose computer system or a
dedicated machine), or acombination of both. In one example
embodiment, the processing logic resides at the controller
800, which may reside in a user device or in a server. The
controller 800 may comprise processing logic. It will be
appreciated by one of ordinary skill in the art that instructions
said to be executed by the controller 800 may, in fact, be
retrieved and executed by one or more processors. The con-
troller 800 may also include memory cards, servers, and/or
computer disks. Although the controller 800 may be config-
ured to perform one or more steps described herein, other
control units may be utilized while still falling within the
scope of various embodiments.

As shown in FIG. 2, the method 200 may commence at
operation 205 with receiving frequency variation data asso-
ciated with a frequency variation of the grid 140. Frequency
variations may be caused by events such as insufficient avail-
able generation or major electrical disturbances (for example,
a fault on a circuit, loss of a major load, or trip of a major
generator, and so forth). To control frequency variations,
power generation may be increased (frequency response).

At operation 210, the level of power generation increase or
a target operational level of the combined cycle power plant
150 may be determined. At the same operation, a droop
response associated with the target operational level may be
determined.

In some example embodiments, the frequency variation
data may be filtered out using a dead band to account for
allowable variations of frequency. Allowable variations may
be represented by a predetermined value set for the dead band.
The variations that do not exceed the predetermined value
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may be filtered out and not used to determine the target
operational level of the combined cycle power plant 150 at
operation 210.

At operation 215, a variable compensation value may be
calculated to variably compensate a delayed response of a
bottoming cycle of the combined cycle power plant 150.

At operation 220, the variable compensation value may be
applied to the droop response until the target operational level
is reached.

FIG. 3 depicts a process flow diagram illustrating a detailed
example method 300 for accelerating droop response in a
combined cycle power plant, in accordance with an embodi-
ment of the disclosure.

The method 300 may start with monitoring frequency of
the grid 140 at step 305. At step 310, frequency data may be
received and, at step 315, it may be determined whether the
frequency has changed. If the frequency remains unchanged,
frequency monitoring and receiving frequency data may con-
tinue. However, if the frequency has changed, the transient
bias algorithm may be triggered at step 320. According to
some embodiments, a deadband filtering may be applied to
the frequency variations at step 325 to filter out frequency
variations based on a predetermined value. At step 330, it may
be determined whether the frequency variation exceeds the
predetermined value set for the deadband filtering. If the
frequency variation does not exceed the predetermined value
set for the deadband filtering, the method may proceed to step
305. However, if the frequency variation exceeds the prede-
termined value set for the deadband filtering, the frequency
variation may be used to calculate a transient bias to compen-
sate a steam turbine delay at step 335. After that, at step 340,
the transient bias may be added to a signal generated by a
droop signal and, at step 345, the combined signal may be
applied to control the operation of the combined cycle power
plant 150. Applying the combined signal may compensate for
the inherent time delayed response of the steam cycle to
frequency variations, thus allowing the droop target to be
achieved throughout the response range defined by the grid
authority.

FIG. 4 depicts a representation of example parameter
variations during a frequency change without adding a com-
pensation signal 400. When grid frequency drops, and a fil-
tered shaft speed 425 decreases, a combined cycle plant out-
put 405 may be increased to restore frequency to a desired
level. To achieve this, a fuel flow 410 may be increased, while
a governor gain 415 remains constant. In this case, a gradual
increase of the combined cycle plant output 405 accompanied
by a slight increase of a temperature 420 may be observed.

FIG. 5 depicts a representation of example parameter
variations during a frequency change while adding a compen-
sation signal 500, in accordance with an embodiment of the
disclosure. During grid events, when grid frequency drops,
and a filtered shaft speed 525 decreases, a combined cycle
plant output 505 may be increased to restore frequency to a
desired level. To reach a target operational level correspond-
ing to a desired level of frequency, a droop response associ-
ated with the target operational level may be determined in
accordance with a variation of the filtered shaft speed 525.

In some example embodiments, variations of grid fre-
quency may pass through a dead band to filter out minor
variations. The variations that were not filtered out by the
dead band may be used to determine the target operational
level of the combined cycle power plant and the droop
response associated with the target operational level. Based
on the calculation, the compensation signal may be generated
by a droop governor of the combined cycle power plant 150
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and added to a standard signal generated by the droop gover-
nor. The combined signal may be applied to the combined
cycle power plant.

As aresult of applying the combined signal, a fuel flow 510
may be increased while increasing a governor gain 515. In
this case, the combined cycle plant output 505 may quickly
rise, resulting in a higher temperature 520 increase and a
higher combined cycle plant output 505 within a predefined
period of time (for example, 10 seconds) in comparison to the
combined cycle plant output 405 without adding a compen-
sation signal. Thus, adding the compensation signal allows
reaching the target operational level of the combined cycle
power plant 150 within the predefined period of time and
fulfilling the grid authorities’ requirements related to the pri-
mary frequency response of power plants.

FIG. 6 is a schematic depiction of the transient load control
portion of a controller, in accordance with an embodiment of
the disclosure. To control fuel flow of a gas turbine, a refer-
ence speed (TNR) 605 of a generator shaft may be combined
with an actual speed (TNHSYS) 610 of the generator shaft. A
comparator 615 may generate a difference signal indicative of
a difference signal between the reference speed 605 and the
actual speed 610. The difference signal may be amplified at
amplifier unit 625 by a fuel droop governor gain signal (FS-
GRN2) 620. The fuel droop governor gain signal 620 may be
avariable signal and not a fixed constant signal as in conven-
tional systems. The fuel droop governor gain signal 620 may
vary due to adding a variable compensation value represented
by a transient droop bias.

FIG. 7 illustrates generating the fuel droop governor gain
signal 620 by the droop response acceleration engine 160.
Upon activation of a primary frequency regulation mode 705,
a delay unit 710 may be used to calculate and apply a time
constant related to a steam turbine delay in a combined cycle
power plant. An enabling signal (L83TDB) 715 may be
passed to a selection unit 730, where it is processed based on
a grid frequency deviation (PFR_SPD_DEV) 720. If the
enabling signal 715 is generated (true), the grid frequency
deviation 720 may be equal to a bias output signal (INETDB)
735. If false, the bias output signal 735 may be equal to zero.
The bias output signal 735 may be then submitted to a dead-
band block 740 that may filter out the bias output signals 735
based on a predetermined value. If the bias output signal 735
exceeds the predetermined value, it may pass through the
deadband block 740 and become a filtered signal (INEDB2)
745. The filtered signal 745 may subtract the response char-
acteristic transfer function of the steam cycle (f, steam cycle)
750, which creates a transient bias (INETDB_B1) 760. The
transient bias 760 may be equal to zero in a steady state.

The transient bias 760 may be amplified by a bias scale gain
signal (INKTDB_G) 765 and the amplified signal (TNET-
DB_B2) 770 may be passed to a clamp unit 780. The clamp
unit 780 may apply maximum and minimum authority limits.
A limited bias (TNETDB_B3) 785 may be then multiplied by
a multiplier 790 and amplified by a governor gain constant
(FSKRN2). The resulting signal may represent the fuel droop
governor gain signal (FSGRN2) 620 with a variable compen-
sation signal added.

The fuel droop governor gain signal (FSGRN2) 620 may
be represented by the following formula: FSGRN2=(1+
TNETDB_B3)*FSKRN2, where TNETDB_B3 is a bias out-
put signal after some processing, and FSKRN2 is a fixed
constant for droop governor gain. The fuel droop governor
gain signal 620 may then be passed to a standard droop
governor and used to calculate the fuel command (FSRN)
645.
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FIG. 8 depicts a block diagram illustrating a controller 800
for controlling a combined cycle power plant to accelerate its
droop response, in accordance with an embodiment of the
disclosure. More specifically, the elements of the controller
800 may be used to calculate and apply a variable compen-
sation signal to compensate for a delay of a steam cycle of a
combined cycle power plant. The controller 800 may include
a memory 810 that stores programmed logic 820 (e.g., soft-
ware) and may store data 830, such as frequency variation
data, data on a target operational level of the combined cycle
power plant, data on a droop response associated with the
target operational level, data on a variable compensation sig-
nal, and the like. The memory 810 also may include an oper-
ating system 840. A processor 850 may utilize the operating
system 840 to execute the programmed logic 820, and in
doing so, may also utilize the data 830. A data bus 860 may
provide communication between the memory 810 and the
processor 850. Users may interface with the controller 800
via at least one user interface device 870, such as a keyboard,
mouse, control panel, or any other devices capable of com-
municating data to and from the controller 800. The controller
800 may be in communication with the combined cycle
power plant online while operating, as well as in communi-
cation with the combined cycle power plant offline while not
operating, via an input/output (/O) Interface 880. More spe-
cifically, one or more of the controllers 800 may carry out the
execution of the model-based control system, such as, but not
limited to, receiving frequency variation data associated with
a frequency variation of an electrical grid; based on the fre-
quency variation data, determining a target operational level
of the combined cycle power plant; calculating a variable
compensation value; and applying the variable compensation
value to the droop response until the target operational level is
reached. Additionally, it should be appreciated that other
external devices or multiple other combined cycle power
plants may be in communication with the controller 800 via
the I/O interface 880. In the illustrated embodiment, the con-
troller 800 may be located remotely with respect to the com-
bined cycle power plant; however, it may be co-located or
even integrated with the combined cycle power plant. Further,
the controller 800 and the programmed logic 820 imple-
mented thereby may include software, hardware, firmware, or
any combination thereof. It should also be appreciated that
multiple controllers 800 may be used, whereby different fea-
tures described herein may be executed on one or more dif-
ferent controllers 800.

Accordingly, embodiments described herein allow accel-
erating a response of a combined cycle power plant to fre-
quency changes by calculating and adding a variable com-
pensation value to the droop response of the combined cycle
power plant. The variable compensation value may be calcu-
lated so that it compensates for the inherent time delayed
response of the steam cycle to frequency variations. Thus,
when the variable compensation value is applied, the droop
target may be achieved throughout the response range defined
by the grid authority.

References are made to block diagrams of systems, meth-
ods, apparatuses, and computer program products according
to example embodiments. It will be understood that at least
some of the blocks of the block diagrams, and combinations
of'blocks in the block diagrams, may be implemented at least
partially by computer program instructions. These computer
program instructions may be loaded onto a general purpose
computer, special purpose computer, special purpose hard-
ware-based computer, or other programmable data process-
ing apparatus to produce a machine, such that the instructions
which execute on the computer or other programmable data
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processing apparatus create means for implementing the
functionality of at least some of the blocks of the block
diagrams, or combinations of blocks in the block diagrams
discussed.

These computer program instructions may also be stored in
a computer-readable memory that can direct a computer or
other programmable data processing apparatus to function in
a particular manner, such that the instructions stored in the
computer-readable memory produce an article of manufac-
ture including instruction means that implement the function
specified in the block or blocks. The computer program
instructions may also be loaded onto a computer or other
programmable data processing apparatus to cause a series of
operational steps to be performed on the computer or other
programmable apparatus to produce a computer implemented
process such that the instructions that execute on the com-
puter or other programmable apparatus provide steps for
implementing the functions specified in the block or blocks.

One or more components of the systems and one or more
elements of the methods described herein may be imple-
mented through an application program running on an oper-
ating system of a computer. They also may be practiced with
other computer system configurations, including hand-held
devices, multiprocessor systems, microprocessor based or
programmable consumer electronics, mini-computers, main-
frame computers, and the like.

Application programs that are components of the systems
and methods described herein may include routines, pro-
grams, components, data structures, and so forth that imple-
ment certain abstract data types and perform certain tasks or
actions. In a distributed computing environment, the applica-
tion program (in whole or in part) may be located in local
memory or in other storage. In addition, or alternatively, the
application program (in whole or in part) may be located in
remote memory or in storage to allow for circumstances
where tasks are performed by remote processing devices
linked through a communications network.

Many modifications and other embodiments of the
example descriptions set forth herein to which these descrip-
tions pertain will come to mind having the benefit of the
teachings presented in the foregoing descriptions and the
associated drawings. Thus, it will be appreciated that the
disclosure may be embodied in many forms and should not be
limited to the example embodiments described above. There-
fore, it is to be understood that the disclosure is not to be
limited to the specific embodiments disclosed and that modi-
fications and other embodiments are intended to be included
within the scope of the appended claims. Although specific
terms are employed herein, they are used in a generic and
descriptive sense only and not for purposes of limitation.

That which is claimed is:

1. A method for accelerating a droop response in a com-
bined cycle power plant, the method comprising:

receiving frequency variation data associated with a fre-

quency variation of an electrical grid;

based at least in part on the frequency variation data, deter-

mining a target operational level of the combined cycle
power plant and the droop response associated with the
target operational level;

calculating a variable compensation value; and

applying the variable compensation value to the droop

response until the target operational level is reached,
wherein the variable compensation value is applied to
the droop response by a droop governor and adjusts a
fuel droop governor gain.

2. The method of claim 1, wherein the combined cycle
power plant comprises a gas turbine and a steam turbine.
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3. The method of claim 1, wherein the variable compensa-
tion value is calculated to compensate a delay of a steam
turbine.

4. The method of claim 1, wherein the variable compensa-
tion value comprises a transient bias, the transient bias being
a signal for compensation of a delay of a steam turbine.

5. The method of claim 1, wherein the combined cycle
power plant is controlled by a droop governor connected to
the electrical grid.

6. The method of claim 1, wherein the variable compensa-
tion value is applied to the droop response by the droop
governor of the combined cycle power plant.

7. The method of claim 1, wherein the variable compensa-
tion value is calculated to reach, by the combined cycle power
plant, the target operational level in a predetermined period of
time.

8. The method of claim 1, wherein the variable compensa-
tion value is calculated to accelerate the droop response of the
combined cycle power plant, wherein the droop response of
the combined cycle power plant is accelerated in proportion
to the frequency variation.

9. The method of claim 1, further comprising dead band
filtering of the frequency variation based at least in part on a
predetermined value.

10. A system for accelerating a droop response in a com-
bined cycle power plant, the system comprising:

a controller;

aprocessor communicatively coupled to the controller and

configured to:
receive frequency variation data associated with a fre-
quency variation of an electrical grid;

based at least in part on the frequency variation data, deter-

mine a target operational level of the combined cycle
power plant and the droop response associated with the
target operational level;

calculate a variable compensation value; and

apply the variable compensation value to the droop

response until the target operational level is reached,
wherein the variable compensation value is applied to
the droop response by a droop governor and adjusts a
fuel droop governor gain.

11. The system of claim 10, wherein the combined cycle
power plant comprises a gas turbine and a steam turbine.

12. The system of claim 10, wherein the variable compen-
sation value is calculated to compensate a delay of a steam
turbine.
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13. The system of claim 10, wherein the variable compen-
sation value comprises a transient bias.

14. The system of claim 10, wherein the combined cycle
power plant is controlled by a droop governor connected to a
grid.

15. The system of claim 10, wherein the processor is fur-
ther configured to combine the variable compensation value
with the droop response, the combination being applied by a
droop governor of the combined cycle power plant.

16. The system of claim 15, wherein the combination is
calculated to achieve the target operational level in a prede-
termined period of time.

17. The system of claim 10, wherein the variable compen-
sation value is calculated to accelerate the combined cycle
power plant in proportion to the frequency variation, based at
least in part on a steam turbine response rate.

18. The system of claim 10, wherein the variable compen-
sation value and the droop response by the droop governor of
the combined cycle power plant are applied to adjust the fuel
governor droop gain.

19. A combined cycle power generation system, the system
comprising:

a gas turbine;

a steam turbine;

a generator,

a controller in communication with a droop governor and a

droop response accelerator; and

a processor in communication with the controller and con-

figured to:

receive frequency variation data associated with a fre-

quency variation;

filter the frequency variation data using a dead band based

at least in part on a predetermined value;

based at least in part on the frequency variation data, deter-

mine a target operational level of the gas turbine and the
steam turbine;

calculate a transient bias for compensation of a delayed

response of the steam turbine;

generate the transient bias based at least in part on the

calculation; and

combine the transient bias with a signal representing

operation of the gas turbine and the steam turbine until
the target operational level is reached, wherein the tran-
sient bias is applied to

the droop response by the droop governor and adjusts a fuel

droop governor gain.
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